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1. Introduction
  Metals and alloys applications increase with technologic 
and economic development in many industries. The corro-
sion of metals or their alloys is a deteriorating electro-
chemical process that takes place at the surface of a metal 
substrate, when it is exposed to water, oxygen, and other 
corrosive elements [1]. There are several ways to protect 
metals and their alloys from the corrosion damage. The 
most common defensive approach against corrosion dam-
age is to apply inhibitor. Corrosion inhibitors are chemical 
substances or combination of substances that, when pres-
ent in the environment, prevent or reduce the corrosion 
rate significantly [2]. Several research publications dealt 
with investigating different chemicals as potentially envi-
ronmentally friendly corrosion inhibitors and the develop-
ment of the effective blends as synergistic corrosion in-
hibitors [3-7].
  Passivating inhibitors are the most efficient inhibitors 
used in cooling water systems [2,8]. Passivators, which 
appreciably shift the potential of a metal to a more noble 
value by forming a protective oxide film on the metal 
anodic sites, are widely used because of its high effective-
ness, on steels and their alloys, compared to other types 
of inhibitors [9]. However, in general, passivating in-
hibitors can actually cause pitting and accelerate corrosion 
when concentrations fall below minimum limits. For this 
reason, passivators must be applied with caution.
  Nitrite is one of the most commonly used anodic in-
hibitors, shifting the open circuit potential (OCP) to more 
noble values and reducing the corrosion current [2,4,5,8,9]. 
Sodium nitrite (NaNO2) is classified as an anodic inhibitor 
and requires a critical concentration for the protection of 
steels [10-12]. At low concentrations, the nitrite may cre-
ate imperfect passivity and subsequently the corrosion will 
be increased. The chloride concentration is equally im-
portant since when the chloride/nitrite ratio is high, the 
passivity effect is lost [11]. Nitrites should not be used 
in open systems as they would oxidize to nitrates in the 
presence of oxygen. Even though they are the most effec-
tive and widely used inhibitors, sodium nitrites have eco-
nomical high cost disadvantage. One more factor that 
should be taken in consideration is the presence of chlor-
ide and sulfate ions, which can damage the protective film 
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thus additives must be blended with the inhibitor compo-
nents to prevent such deterioration of the inhibitive film 
[13,14].
  Extensive studies had been undertaken in order to find 
other additives with which to synergize so allowing lower 
levels of nitrates to be effectively used [15,16]. Synergism, 
which implies applying multicomponent inhibitor mix-
tures, can play a big role in developing more efficient, 
less toxic chemicals and at lower concentrations blend as 
corrosion inhibitors with optimal anticorrosion effect.
  The inhibitor, Corin SN-50, was originally developed, 
by the chemical research center of the Hungarian Academy 
of Sciences, for cooling liquids of automobiles, which be-
sides softening water prevents the corrosion of all metallic 
parts of the radiator. It has synergistic compositions of 
organic and inorganic compounds containing nitrogen, 
phosphorous, and sulphur but no chromates.
  The aim of our studies to develop and investigate new 
nitrite based inhibitor blends against iron corrosion in 
SCW containing high chloride concentration. The inves-
tigation will blend the inhibitor SN-50 with NaNO2 in 
order to see the effect of the blend. Electrochemical meth-
ods, both open circuit potential and EIS methods are ap-
plied in this study. Polarization resistance (Rp) values were 
registered by the EIS system over longer time.
2. Experimental Methods
2.1. Electrolytes
  The composition of the applied SCW is prepared by 
adding the chemicals in Table 1, to 1 L of distilled water.
  The inhibitor, SN-50, is a blend of the sodium form 
of several compounds, such as nitrites and silicates etc. 
The product density was 1.2 g/cm3 at 20oC, pH of @ 12, 
and was available at 25% concentration. In this study: 
500, 1000 and 1500 ppm product concentrations have been 
investigated, which corresponds to 125, 250 and 375 ppm 
of inhibitor concentration. The inhibition of nitrite on steel 
corrosion is investigated in different concentrations of ni-
trite anion: 300, 450, and 600 ppm (equal to 450, 675, 
and 900 ppm NaNO2).  
2.2. OCP and EIS measurements
  The protective effect of different inhibitor compositions 
was followed by measuring the OCP and the EIS spectra 
in time. Electrochemical experiments were performed us-
ing a standard three-electrode cell of 500 cm3 volume at 
room temperature. The working electrode (WE) was CS 
embedded into epoxy resin, the counter electrode (CE) 
was platinum net, and reference electrode (RE) was a satu-
rated calomel electrode (SCE). All measured potentials 
are related to this reference electrode. The WE had the 
composition of (A38, according to MSZ-500-1989), as 
shown in Table 2.
  The WE electrode was wet-polished with SiC papers 
(grit sizes of 800 and 1200), rinsed with acetone and dou-
ble distilled water, then immersed in the electrolyte 
solution. Measurements were performed at room temper-
ature according to the procedure described in ASTM 
G5-14 standard [17].
  EIS measurements were carried out using Solartron 
Electrochemical Interface ECI-1286 and a frequency re-
sponse analyzer FRA-1250, controlled by CorrWare and 
ZPlot software packages. The applied frequency range 
(time necessary to measure the impedance spectra) was 
previously optimized according to the change of OCP in 
time. The frequency range of 30 kHz to 10 mHz was 
applied. Polarization resistance values (Rp) from im-
pedance spectra were registered in time with batch mode 
in order to monitor the change of inhibitor effect in time 
for 3 days: 
  ● Open circuit potential was measured during the first 
hour of immersion, and the first impedance spectrum 
was measured after it.
  ● The second impedance spectrum was recorded after 
2 hours of immersion.
  ● Further, 90 min waiting time was applied between 
measurements of impedance spectra. 
  The quantitative analysis of the experimental impedance 
data was performed by the non-linear least square mini-
mization method using a theoretical transfer function.
The inhibition efficiency was calculated using the follow-
ing relationship:
Table 1 Composition of the simulated cooling water (SCW)
Chemical
added 
Weight
(mg) Ions
Concentration
(ppm)
NaCl 524 Cl- 318
CaSO2×2H2O 503 Ca2+ 117
MgSO4×H2O 322 Mg2+ 56
Table 2 Composition of the carbon steel working electrode
Element C P S N Fe
Weight (%) 0.17 0.045 0.045 0.009 Balance
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  where Rp and Ro are the polarization resistance of CS 
in the presence and absence of the inhibitor, respectively.
2.3. Applied concentrations of sodium nitrates, SN-50 and 
their blends
  In the first part of this study, the inhibition of nitrite 
on carbon steel corrosion was investigated in different 
concentrations of nitrite anion: C1 = 300 ppm, C2 = 450 
ppm and C3 = 600 ppm, which corresponds to equivalent 
NaNO2 concentrations of 450, 675 and 900 ppm, respectively. 
  In the second part of this study, the effects of 500, 
1000, 1500, (and 2000) ppm product concentrations 
(which corresponds to 125, 250, 375, and 500 ppm in-
hibitor concentration) as shown in Table 3 have been in-
vestigated,.
  In the third part, the inhibitor efficiency of the newly 
formulated inhibitor blend for steel corrosion is investigated. 
Four different blends (A, B, C, and D) were tested, as 
shown in Table 4. The inhibitor mixture contains NaNO2 
in high concentration due to the anodic nature of SN-50. 
  Images of the electrodes were made in order to visualize 
the corrosion and inhibition effects.
3. Results and Discussion
  At first, the inhibition effect of NaNO2, which is the 
main component of inhibitor blend, is discussed. 
3.1. Inhibition effect of NaNO2 on CS corrosion
  Since nitrite is an anodic inhibitor, a great care must 
be taken to select the applied inhibitor concentration 
(protective concentration (Cp). At concentrations lower 
than the critical concentration (Cc), acceleration of corro-
sion takes place; hence the term “dangerous inhibitor” is 
used. The reason of the acceleration of corrosion is that 
at concentrations lower than Cp, the surface is only parti-
ally covered with inhibitor, and the electrode potential is 
shifted strongly to more anodic direction, so the corrosion 
rate at the uncovered areas is increasing significantly. At 
concentrations higher than Cp, nitrite anions inhibit corro-
sion effectively.   
  In the literature data, it was estimated that Cnitrite = 240 
ppm is the minimum nitrite concentration required to pro-
tect steel in the simulated model solution.  
  The change of OCP of CS during the 3 days of im-
mersion time (measured before each impedance spectra) 
is shown in Fig. 1. The change of OCP of CS, in inhibited 
and uninhibited solutions, is good indication of the in-
hibition effect of the applied inhibitors. Usually, by apply-
ing anodic inhibitors the higher the shift of OCP to anodic 
direction, the higher the inhibition efficiency may be 
estimated. But in case of mixed type inhibitors, this rela-
tionship between OCP and inhibitor efficiency is not ap-
plicable due to mixed behavior of anodic or cathodic 
shifts.
  The OCP of CS increased from active to pre-passive 
potential range in the first hour of immersion time, in 
presence of NaNO2 inhibitor in all investigated concen-
tration, as shown in Fig. 1. This is due to the formation 
Table 3 Summary of total inhibitor concentrations and nitrite contents applied in the studies
Diluted Corin SN-50 product (25%) Inhibitor concentration (ppm) NaNO2 concentration (ppm)
500 ppm 125 12.6
1000 ppm 250 25.2
1500 ppm 375 37.8
2000 ppm 500 50.4
Table 4 Total inhibitor concentrations and nitrite contents of the investigated inhibitor mixtures
Name 
Inhibitor mixture Total inhibitor concentration
(ppm)
Total NaNO2 concentration
(ppm)Corin SN-50 (25%) NaNO2
A 500 ppm 150 ppm 275 162.6
B 500 ppm 300 ppm 425 312.6
C 500 ppm 450 ppm 575 462.6
D 1000 ppm 150 ppm 400 175.2
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of a protective layer on steel proceeding the immersion 
of the electrode into the solution. Fig. 1 shows further 
increase of OCP is taking place in time during the 3 days 
immersion period. Applying a concentration of 600 ppm 
nitrite, the potential reaching the value of -120 mV (vs. 
SCE) is an indication that passivation took place at the 
steel surface.
  The change of Rp value of CS in time in uninhibited 
SCW and with the addition of NaNO2 inhibitor during 
three days of immersion is plotted in Fig. 2. The polar-
ization resistance of CS in uninhibited model water 
reached a constant value of 1.8 kW.cm2 after 5 hours of 
immersion, which is generally obtained in near neutral 
solutions for steel corrosion, independent of the composi-
tion of supporting electrolyte and exact composition of 
CS, and determined mostly by the diffusion controlled 
oxygen reduction. The stable OCP, near to 680 mV (Fig. 
1) indicates that the steel is in active metal dissolution 
state.  
  The presence of sodium nitrite in all investigated con-
centration increased the Rp of steel in the chloride contain-
ing SCW (Fig. 2). The higher the applied nitrite concen-
tration (in the Cp range), the higher the polarization resist-
ance obtained. It is worth mentioning that by increasing 
the inhibitor concentration resulted in significant non-line-
ar increase of polarization resistance (Table 5). 
  The average values of polarization resistance for 300, 
450 and 600 ppm nitrite anion are 11, 36 and 150 kW.cm2, 
respectively, and the inhibition efficiency values are high-
er than 80% in all cases. 
  Comparing the pictures of CS surfaces after 3 days of 
corrosion test, it can be stated that the blemished area 
decreased due to the addition of nitrite inhibitor, but the 
surface was not protected completely (Fig. 3).
3.2. Inhibition effect of Corin SN-50 on CS corrosion 
  In this part of the study SN-50 product concentrations 
of 500, 1000, 1500, and 2000 ppm, which corresponds 
  
0 ppm NO2- 300 ppm NO2- 600 ppm NO2-
Fig. 3 Surface of CS electrodes after 3 days of immersion in SCW in the presence of nitrate anions.
Fig. 1 Change of OCP of CS in SCW with and without NaNO2 
inhibitor during 72 hrs of immersion.
Fig. 2 Rp values of CS in SCW with and without NaNO2 inhibitor 
during 72 hrs of immersion.
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to 125, 250, 375, and 500 ppm active inhibitor concen-
tration, have been investigated (Table 3).
  The change of OCP of steel in time in SCW, containing 
Corin SN-50 inhibitor, during the 3 days of corrosion test 
is plotted in Fig. 4. 
  The OCP shifts to anodic direction due to the effect 
of inhibitor addition to the SCW. The OCP is stable after 
20 h of immersion in each case (Fig. 4), at -680 mV 
(active state) in uninhibited solution, and at slightly higher 
potentials in inhibited solutions near to -600 mV (500 ppm 
Corin SN-50, which is equal to 125 ppm inhibitor content) 
and –500 mV (1000 and 1500 ppm Corin SN-50, which 
is equal to 250 and 375 ppm inhibitor content). This in-
dicated that the corrosion inhibition is under mixed con-
trol, with slightly more pronounced anodic effect.  
  The change of polarization resistance of steel in time dur-
ing 3 days of immersion in uninhibited SCW and with the 
presence of Corin SN-50 inhibitor is plotted in Fig. 5.
  The addition of inhibitor in all applied concentration 
increased the polarization resistance of steel (Fig. 5). The 
average value of polarization resistance between 48 h and 
72 h immersion is 8.5 k W.cm2, in case of applying 500 
ppm SN-50 (125 ppm inhibitor), which means 79% in-
hibition efficiency compared to the uninhibited solution. 
Improvement in inhibition effect was obtained with in-
creasing the inhibitor concentrations: the polarization re-
sistance is 27 k W.cm2 applying 1000 ppm SN-50 product 
(250 ppm inhibitor), and 24 k W.cm2 applying 1500 ppm 
SN-50 product (375 ppm inhibitor).
  An interesting, unusual difference has been observed 
comparing the changes of inhibition effect in solution con-
taining 1000 and 1500 ppm product (250 ppm and 275 
ppm inhibitor) concentration in time in the first 20 h of 
immersion. Applying higher, 1500 ppm concentration 
(375 ppm inhibitor), the inhibitor tend to passivate steel 
for shorter time (few hours), the OCP is increasing con-
tinuously up to –340 mV (Fig. 4), and the polarization 
resistance is increasing up to 200 k W.cm2 (Fig. 5). The 
passivation process was not completed, and after 6 hrs 
of immersion decrease in both OCP and polarization re-
sistance is taking place, relating to the so-called break-
down of passive film in the presence of chloride ions in 
the solution. After 20 hrs of immersion, the polarization 
resistance is 24 k W.cm2, which is actually the same as 
the polarization resistance in the presence of 1000 ppm 
Corin product (250 ppm inhibitor). In this time period 
(20-72 h) the inhibitor protects steel with classical mixed 
type corrosion inhibition, with inhibition efficiency of 
92-93%.
  In order to better understand the phenomena described 
above, the inhibition effect of inhibitor in higher concen-
Fig. 4 Change of OCP of CS in SCW with and without Corin 
SN-50 during 3 days of immersion.
Fig. 5 Change of Rp of CS in SCW with Corin SN-50 during 
3 days of immersion.
Table 5 Summary of polarization resistance and inhibitor effi-
ciency values of investigated inhibitor mixtures applied in our 
studies
Inhibitor
mixture
Rp
(kW.cm2)
Efficiency (h)average 
48-72 h (%)
Blank solution 1.8 -
300 ppm NO2- 11 83.6
450 ppm NO2- 36 95.0*
600 ppm NO2- 150 98.8
500 ppm Corin SN-50 8.5 78.8
1000 ppm Corin SN-50 27 93.3
1500 ppm Corin SN-50 24 92.5
2000 ppm Corin SN-50 22 92.0
Inhibitor composition A 23 92.2
Inhibitor composition B 2900 > 99.9
Inhibitor composition C 3400 > 99.9
Inhibitor composition D 5100 > 99.9
* Average between 24 h - 48 h.
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tration has been also investigated. The time dependence 
of polarization resistance of steel during three days of im-
mersion in the presence of 2000 ppm Corin SN-50 (500 
ppm inhibitor content) is plotted in Fig. 6. The protection 
behavior of inhibitor can be clearly divided into two parts: 
  ● At first, during 48 h of immersion, passivation of 
steel is taking place; the passive layer formation is con-
tinuous in time, resulting of thickening of passive oxide 
layer, thus increasing the polarization resistance. The time 
period of passive state is larger than that was observed 
in 1500 ppm containing solution. 
  In second, breakdown of passive state is taking place 
after 48 h of immersion, and the inhibitor efficiency in 
this range is 92% (Rp=22 k W.cm2) which is same with 
the previously discussed cases (1000 ppm and 1500 ppm). 
The obtained 92-93% inhibition efficiency is characteristic 
for our inhibitor in large concentration range after longer 
immersion time.
  Comparing the images of steel surface after 3 days of 
corrosion test (Fig. 7), it was found that the corroded area 
is decreased, but pitting type corrosion spots is visible. 
  For this reason, modification of inhibitor composition 
is necessary with increasing the concentration of NaNO2, 
in order to eliminate the pitting attack completely.
3.3. Inhibitor effect of the newly formulated inhibitor 
blend for steel corrosion
  In this chapter the inhibitor efficiency of our newly for-
mulated inhibitor blend for steel corrosion is presented. The 
inhibitor mixture contains NaNO2 in high concentration. 
Because of the anodic nature of the nitrite, addition of 
other inhibitor components is necessary. The inhibitor 
mixture contains both anodic and cathodic inhibitor com-
ponents and the synergistic effect is optimized.
  In the previous results section, it was presented, that 
the Corin SN-50 product is good corrosion inhibitor for 
steel, but does not protect steel completely from the lo-
calized pitting attack, when the cooling water contains 
chloride in high concentration. 
  In order to eliminate the pitting corrosion, the concen-
tration of NaNO2 was increased; Table 4 summarizes the 
concentrations of applied inhibitor mixtures. 
  The change of OCP of steel in time in inhibited SCW 
(containing A, B, C and D inhibitor compositions) during 
days of immersion is presented in Fig. 8. The OCP of 
steel shifted to more anodic direction in the first hour 
of immersion, which is due to the inhibitor addition effect. 
It indicates the buildup of protective inhibitor layer on 
the steel surface just after the immersion of the electrode 
into the inhibited solution. Further increase of OCP is tak-
ing place in time during 72 hrs, in case of applying in-
hibitor B, C and D (Fig. 8). The potential reaching the 
value of –200 mV vs. SCE, indicating that the steel sur-
face has been passivated. Lesser potential shift to anodic 
Fig. 6 Change of Rp of CS in SCW with 2000 ppm Corin SN-50 
during 72 hrs of immersion.
500 ppm Corin SN-50 1500 ppm Corin SN-50 2000 ppm Corin SN-50
Fig. 7 Surface of steel electrodes after 72 hrs of immersion in SCW in the presence of Corin SN-50 inhibitor.
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direction was measured in case of inhibitor composition 
A (reaching the potential value of -470 mV vs. SCE), 
indicating lower protective effect against steel corrosion. 
  The change of polarization resistance of CS during 72 
hrs of immersion in uninhibited SCW and with the pres-
ence of inhibitors is plotted in Fig. 9. Addition of inhibitor 
composition “A” increased the polarization resistance of 
steel in the SCW and reached the value of 23 k W.cm2, 
(92% inhibitor efficiency) after 72 hrs of immersion 
period. This is similar to the inhibitory effect previously 
obtained in several cases (1000, 1500 and 2000 ppm Corin 
SN-50). This inhibitor mixture inhibits the steel, but some 
corrosion attacks are visible at the surface (Fig. 10).
  Much larger improvement in inhibition effect has been 
obtained in case of “B”, “C” and “D” compositions. The 
polarization resistance values are 2000-6000 kW.cm2 after 
  
Model water Inhibitor composition “A” Inhibitor composition “B”
Inhibitor composition “D” Inhibitor composition “C”
Fig. 10 Surface of steel electrodes after 72 hrs of immersion in SCW in the presence of (A, B, C, and D) inhibitor compositions.
Fig. 8 Change of OCP of CS in SCW without and with (A, B, 
C and D Inh. Comp.) during 72 hrs of immersion.
Fig. 9 Change of Rp of CS in SCW with (A, B, C, and D in 
Table 4) during 72 hrs of immersion.
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3 days of immersion, indicating that the passive layer for-
mation is complete, and no breakdown of passive layer 
was obtained during the whole corrosion test. Comparing 
the pictures, obtained after 72 hrs of corrosion tests, no 
corrosion attack is visible at the steel surface (Fig. 10). 
The corrosion protection of steel with these new product 
compositions is excellent. 
  These new inhibitor blends provided good protection, 
in spite of its low nitrite concentration. This is due to 
the synergistic effect between nitrite ions and other com-
ponents of inhibitor mixture. 
  Synergism is one of the most important phenomena in 
corrosion inhibition processes and serves as a basis for 
all modern corrosion inhibition formulations [13]. The 
amount of chemicals applied can be decreased, and the 
application of environmentally acceptable but less effec-
tive compounds can be realized in this way. When the 
joint effect is better than expected by simple addition, it 
is suggested that the inhibitors have a synergistic effects 
on each other. 
  Synergism is a nonlinear effect resulting in non-additive 
efficiencies of inhibitor components [14]. Often, this ef-
fect can’t be easily explained, but it is likely that at least 
for some mixtures the mechanism of inhibition by syner-
gistic mixtures differs from the mechanisms of the in-
dividual inhibitors. 
3.4. Solubility and stability tests for concentrated inhibitor 
products
  Commercial inhibitor blends must be prepared in as 
high concentration as possible, in order to reduce the pri-
ces of transportation and storage before application. For 
this reason inhibitor products must be soluble and stable 
in high concentrations. We have prepared the inhibitor 
products in 25 m/m%. The solubility of inhibitor for-
mulations “B”, “C” and “D” in this concentration proved 
to be satisfied. Concentrated solutions must be stable in 
changing temperature conditions (winter/summer, day/night) 
during storage, or shaking during transportation or han-
dling etc. For this reason the stability of solutions was 
tested for longer time applying cooling/warming up cycles 
and stirring. Inhibitor formulations of “B” and “D” in 25% 
concentration proved to be stable for long time, thus we 
can conclude that these inhibitor mixtures has potential 
application in high chloride-containing cooling water sys-
tem after testing the inhibition efficiency in real operation 
conditions. 
4. Conclusions
  The synergetic effect by blending sodium nitrites with 
the inhibitor SN-50 was studied in SCW containing high 
chloride concentration. 
  The presence of sodium nitrites alone in the solution 
shifted the OCP to more anodic with inhibition efficiency 
of up to 98%, while the addition of SN-50 inhibitor pro-
duced an efficiency of 93%. Blends of the SN-50 inhibitor 
and sodium nitrites produced improved inhibition effec-
tiveness where the efficiency reached 99.9%, which is the 
result of the completion of the formation of passive layer 
without any breakdown.
  The formulated nitrate-Sn 50 compositions (A, B, C, 
and D) produced good protection against CS corrosion 
in SCW, in spite of their low nitrite concentration. This 
is due to the synergistic effect between nitrite ions and 
other components of SN-50 inhibitor mixture. 
  Visualizing the obtained images after 72 hrs of im-
mersion tests, it is clear that no corrosion attack is visible 
at the Cs surface.
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